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NOTE:

1. FRAME SHOULD BE LOCATED BETWEEN 10 TO 15 FEET FROM CABINET.

2. ROUND OFF SHARP EDGES OF STRUCTURAL TUBING. SPRAY GALVANIZE
CUT ENDS OF FRAMING STRUTS.

3. ATTACH TRANSFORMER AND DISCONNECT TO FRAMING STRUT WITH
WATERTIGHT GASKETS AND GALVANIZED HARDWARE.

4. FOR CONDUIT DEPTH REFER TO SECTION 13553.
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